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Swing Joint Connection
(Required on irrigation systems that use Secondary and Culinary water)

Reduced Pressure Zone Assembly (RP, RPZ, RPZA)
(Required on all irrigation systems)

RP must have 12" clearance from the bottom relief port to the ground, and 12" around the assembly to allow for easy
access. Assembly must be tested annually by a certified technician.



